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Ground Floor Plan - Lighting Layout
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NOTES

WITH

THE STRUCTURAL

ELECTRICAL LEGEND:

FIXTURE

WALL MOUNTED LIGHT

14W. LED LIGHT FIXTURE

SW. LED MIRROR LIG
FIXTURE

HT

EXHAUST FAN.

FOR CEILING FAN.

1200MM SWEEP OUTLET

LIFT LIGHT

20W. LED TUBELIGHT

10W. LED RECESSED LIGHT

9W. FOOT LIGHT.

SINGLE POLE SWITCH
LIGHTING & FAN AT
1200mm SFL.

FOR

1200mm SFL.

TWO WAY SINGLE POLE
SWITCH FOR LIGHTING AT

FAN REGULATOR AT
1200mm SFL.

/
‘

1600mm ABOVE SFL.

DISTRIBUTION BOARD :

10W.

LED RECESSED TYPE.

1. ALL DIMENSIONS SHALL BE CHECKED AND CO-RELATED
DRAWINGS AND ANY
AMBIGUITY SHALL BE IMMEDIATELY BROUGHT TO THE
NOTICE OF THE ARCHITECT BEFORE COMMENCEMENT
OF THE WORK.

2. ALL DIMENSIONS ARE IN CENTIMETERS UNLESS AND
OTHERWISE SPECIFIED

3. ALL LEVELS ARE FINISHED LEVELS.

4. ALL MARGINS, CLEARENCES ETC. REQUIRED AS PER
BYE-LAWS SHOULD BE CHECKED AND PROVIDED BY
THE CONTRACTOR AND ANY DESCRIPENCIES FOUND
SHOULD BE IMMIDIATELY BROUGHT TO THE NOTICE OF
ARCHITECT BEFORE COMMENCEMENT OF WORK.

NOTE; ALL TOILET LIGHTS SHALL BE
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