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NOTES

1. ALL DIMENSIONS SHALL BE CHECKED AND CO-RELATED
WITH THE STRUCTURAL DRAWINGS AND ANY AMBIGUITY
SHALL BE IMMEDIATELY BROUGHT TO THE NOTICE OF
THE ARCHITECT BEFORE COMMENCEMENT OF THE
WORK.

2. ALL DIMENSIONS ARE IN CENTIMETERS UNLESS AND
OTHERWISE SPECIFIED

3. ALL LEVELS ARE FINISHED LEVELS.

4. ALL MARGINS, CLEARENCES ETC. REQUIRED AS PER
BYE-LAWS SHOULD BE CHECKED AND PROVIDED BY THE
CONTRACTOR AND ANY DESCRIPENCIES FOUND SHOULD
BE IMMIDIATELY BROUGHT TO THE NOTICE OF
ARCHITECT BEFORE COMMENCEMENT OF WORK.
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1. ALL SWITCHGEARS SHALL BE PROVIDED WITH TNC SWITCHES.

1RX4CX25 SQMM

2. ALL SURGE ARRESTER SHALL BE WITH SURGE COUNTER.
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3. ALL MCBS SHALL BE CURRENT LIMITING TYPE. 25.08.2014 Al VBEC
A2XFY CABLE
4. THE ON , OFF AND TRIP POSITION OF MCCB SHALL BE CLEARLY

INDICATED.OPERATING HANDLE FOR OPERATING MCCBS WITH THE DOOR CLOSED D t
SHALL BE PROVIDED. ate
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e 13. METAL ENGRAVED CAUTION BOARD'S SHALL BE RIVETTED ON COVERS FOR

MCB MCB MCB BUSBAR CHAMBERS.

14. NEUTRAL IS REQUIRED FOR ALL PANELS AS SHOWN.SIZE OF NEUTRAL SHALL BE
50% OF PHASE FOR ALL PANELS EXCEPT UPS PANELS. FOR UPS PANLES NEUTRAL
SHALL BE 200% OF PHASE.

15. FOR SPARE FEEDERS MFM / EM IS NOT REQUIRED, HOWEVER, SPACE PROVISION
SHALL BE MADE FOR MFM / EM

16. ALL SIGNALS MONITORING SHALL BE SOFT SIGNALS RS485 PORT.
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17. THE CONTRACTOR AND PANEL VENDOR IS RESPONSIBLE FOR RELAY/RELEASE
COORDINATION, OVERCURRENT/EARTH FAULT/SHORT CIRCUIT CO n S u |ta nts
CURRENTSETTINGS AT VARIOUS LEVELS AND AT EACH PANEL/DB, TO ACHIEVE
PROPER FAULT DISCRIMINATION.RELAY SETTINGS AT EACH VOLTAGE LEVEL
SHALL BE SUITABLY SELECTED, COORDINATED AND SET AT SITE BY ELECTRICAL
CONTRACTOR TO ACHIEVE PROPER DISCRIMINATION.
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