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Key Plan
SR.| MARK DESCRIPTION CAPACITY
1 DW—1 | WASTE WATER TREATMENT PLANT 42KLD
2 DW—2 WASTE WATER TREATMENT PLANT 96KLD
3 DW—3 | WASTE WATER TREATMENT PLANT 76KLD Consultants
3 DW—4 WASTE WATER TREATMENT PLANT 20KLD O Structural Consultants
VR SHAH Consulting Engineers
4 FSR—1 | OVER HEAD WATER STORAGE 60K L
O Services Consultants
5 FSR—2 | OVER HEAD WATER STORAGE BOKL dbHMS
2nq Floor, D-62, Sector -2,
6 FSR—3| OVER HEAD WATER STORAGE 60KL (ol A
7 ESR—4 | OVER HEAD WATER STORAGE 60KL O Landscape Consultants
Earthscapes Consultancy Pvt Ltd
8 FSR—5| OVER HEAD WATER STORAGE 6OKL
O Road and Pathways Consultants
9 T—1 CENTRAL TREATMENT STATION 450CUM Arhmm Infra Consultants LLP
10 T2 UG DRINKING WATER TREATMENT /80CUM Project
STATION (STUDENT HOUSING)
11 T_3 UG DRINKING WATER TREATMENT 1400CUM Nalanda University, Rajgir, Bihar
STATION (ACADEMIC SPINE)
12 T_4 UG DRINKING WATER TREATMENT 1400CUM .
STATION (FACULTY HOUSING) Title
MASTER PLAN — WATER SUPPLY LAYOUT
12 T-5 UG DRINKING WATER TREATMENT 1400CUM
STATION (FACULTY HOUSING) FOR TENDER
15 T—6 UG DRINKING WATER TREATMENT 900CUM :
STATION (CAMPUS AMENITIES) Dealt = K Drawing No.
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