PACKAGE-6B-TENDER FOR SUPPLY AND SAFEKEEPING OF LED FIXTURES ALONG WITH ASSOCIATED SITE JOB FOR VARIOUS
BUILDINGS AT PROPOSED PERMANENT CAMPUS (PHASE 1) — RESIDENTIAL PARCEL AT NALANDA UNIVERSITY, AT RAJGIR,
BIHAR

NALANDA UNIVERSITY, AT RAJGIR, BIHAR

Dated 29.04.2021

No: NU/Engg/51/2019-20/Technical Reply Cum Corrigendum 01/Elect/03

Bidder1 =
= Volume/ o : e oy _
ftem Chitsorio Page no Tender Description Bidders Clarification/Submission NU Reply and Revisad-Terms where applicable - >
The bidder should have had average annual
financial turnover (gross)of Rs.5.87 Crores
(RUpees Five Crore Eighty Seven Lakh only) of Clause is amended to "The bidder should have had average
Similar works during the immediate last five This clause should as for the overall turnover of |annual financial turnover (gross)of Rs.5.87 Crores (Rupees Five

Page No.: 13  |consecutive financial years 2alance sheets, the bidder instead on the turnover of specific [Crore Eighty Seven Lakh only: during the immediate last five
ending 31st March 2020, duly audited by Charted similar works consecutive ﬁn_ancial years bz'ance sheets, ending 31st March
Accountant. Year in which no turnover is shown RLZ1)1duly additediby GhartadyAccountant
would also be considered for working out the
average.

Page No.: 13 |The following are also be allowed to participate in | The MAF is a normal part of any tender The clause "The following are also be allowed 1o participate in
the tender. The OEM (of Light Fixtures only) as  |process. Please consider including MAF as part tmh‘:gzr;gf;f";:; ?:IETMO?;';?m; ":{‘J:lsa‘:l’;mrii ge(;igt‘:bﬂ‘tzfﬁg fd
per the preferred. make_ hs_t of this NIT or thelr of the bid. the region covering Nalz ndepLhFi)versity, Rajgir" stands delzted.
perpetual authorized distributor for the region The new clause isaddedas:  "Bidder should enclose
covering Nalanda University, Rajgir Tender Specific Manufacturer Authorization Form ( MAF) from

OEM and the same Is mandatory for LED Fixtures, at time of
bidding, failing which the bic snall be summarily rejected.”
Format is being published for r=ference, please follow the same.
Site is located along the Patna - Rajgir Highway |: The work site is in a remote location, is it
Page No.: 3 and is well connected with the city of Rajgir, Bihar. posgible for Nalanda _University to provide No change.
h Total area of the site is approximately 455 acres |lodging and food within the campus. Charges
(“Site"). shall be borne by us
There should be an advance payment of 20%
Page No.: 89 of contract value against advance payment No change.
No Mobilisation advance shall be paid. security.
The bidder should not have incurred any loss
(Profit after tax should be positive) in more than The tender clause remains unchanged. However in case
Page No.: 13 two (2) years during available last Five This clause should be changed to Networth has [Netwoth is Positive in more thz two (2) years during ava.'abse

consecutive financial years kalance sheets,
ending 31st March 2020 , duly certified and

audited by the Chartered Accountant.

to be positive

last Five consecutive finz1cial years, ending 31st March 2220,
the same shall also be acceptasle




Volume/

Item Chans Page no Tender Description Bidders Clarification/Submission NU Reply and Revised Terms where applicable
Clause should be read as under: " Approved makes:
Regent/Trilux/Disano/Havells/Bajaj for Light Fixtures as per
BOQ Line Item defined in basket . Approved makes for High
Mast Fixtures: Disano / Regent/ Bajaj /Havells . Approved
; ) make for communication cables : LAPP/Polycab . Approved
] The document on Light fixture basket mentions The list of approved makes should have !”d'?n Make for any other flexible wire/ cable : Polycab/KEI/ skytone .,
Light fixture - - ) : manufacturers such as Havells etc. keeping in  [Any other material make : As approved by E-in-C "
the various makes like Regent, Trillux, Disano etc.|,. i : ;
basket d thei " dels with pict line with the Indian government Aatmnirbhar
and their respective modeis with pictures Bharat Scheme. Note: OEM should have their own Plant registered in India under,
their own name for the manufacturing of Luminaires and
Drivers, plant should meet 1ISO norms and should be
manufacturing Light fixtures for minimum 5- 10 years.
Manufacturing Facllity should have own Testing facilities
meeting NABL standards/ certification.
This clause should be deleted, as not all Clause is amended to " The bidder should submit the relevant
Page No.: 13  |The bidder should submit relevant ISO bidders will have 1SO certificates for ISO certification for manufacturing plant of the OEM for LED
certifications for the manufacturing facility. manufacturing. fixtures”
Page No.: 3 Supply and Safe Keeping including testing of Please elaborate on the scope of the project; it
Lig-ht' Fixture within the campus fqr various is unclear in the document. The scope of the project should be read as "Supply, Safe
buildings and external areas within the campus. keeping, Testing and Commissioning(SSTC)" for LED fixtures
The installation will be arranged through the other where installation of LED fixtures is in scope of other contractor
agency/contractor, however, the technical as per BOQ. In case of other Items where BOQ item relates to
. o ' . . Supply, safe keeping, Installation, testing and commissioing of
guidance/monitoring for the lnstalla.tlon will be LED fixtures ( SSITC) is concemed where installation including
extended by the LED fixtures supplier. The o wiring/cabling, civil work, MS conduit etc complete is in scope of
supplier will be responsible for the commissioning bidder as per design /details/drawings provided by contractor
of the supplied LED Fixtures and demonstration and approved By E-In-C, then it shall be accordingly executed
of the performance on the designed as per BOQ within the quoted cost. Nothing extra shall be
. ters/] payable on this account under any condition "This superseeds
REIRIEISrS1tx3 any other reference in the tender document.
Bidder 2
Supply and Safe Keeping including testing of The scope of the project shauld be read as "Supply, Safe
Light Fixture within the campus for various keeping, Testing and Commissioning(SSTC)" for LED fixtures
buildi d ext | o where installation of LED fixtures is in scope of other contractar
T:l _mgts IIant' = gll;nba SRS w‘d t: r?th P th- as per BOQ. In case of other Items where BOQ item relates to
€ Installation will be arranged through the other . ; Supply, safe keeping, Installation, testing and commissioing of
: v biguous about |SUPRY, ping, W IPEHG 9
Summary of agency/contractor, however, the technical The tender document is very ambiguous 2 LED fixtures ( SSITC) is concerned where instaliation including

Scope of work

guidance/monitoring for the installation will be
extended by the LED fixtures supplier. The
supplier will be responsible for the commissioning
of the supplied LED Fixtures and demonstration
of the performance on the designed

parameters/lux.

the scope of work. Please clearly define the
scope of work for the tender.

wiring/cabling, civil work, MS conduit etc complete is in scope of
bidder as per design /details/drawings provided by contractor
and approved By E-In-C, then it shall be accordingly executed
as per BOQ within the quoted cost. Nothing extra shall be
payable on this account under any condition "This superseeds

Jany other reference in the tender document.
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Clause no

Page no

Tender Description

Bidders Clarification/Submission

NU Reply and Revised Terms where applicable

2.(b).1

For the purpose of this clause, “similar work” shall
mean “Supplying, Installation, Testing,
Commissioning & Safe keeping, of Light Fixture
within a single order, in India, within last seven
years".

Please consider "similar work" as Supply,
Installation, Testing and Commisioning of all
electrical works with in a single order, in India,
within last seven years”. This will help more
contractors participate increasing competition.

Clause is amended to be read as "For the purpose of this
clause, “similar work” shall mean “Supply, Installation, Testing
and Commisioning of all electrical works including LED Light
Fixture, in India, within last seven years”.

Project
Milestone
Schedule

Milestone of Works (Time duration 9 Months)

Please increse the time given for the execution

of the projec suitably keeping in mind the Covid-

19 pandemic that has had a huge resurgence
in the past few weeks

The tender clause remains unchanged.

Light Fixture
Basket

The document on Light fixture basket mentions
the various makes like Regent, Trillux, Disano etc.
and their respective models with pictures and
model no

If the light fixture basket to be considered as
the approved make list then we respectfully
request that under the Government of India’s
Make in India Initiative, Indian OEM'’s like Bajaj,
Havells be included in the list. This is not only
in line with the Governmental directives, it will
also assist in making the bidding process more
competitive.

Clause should be read as under: " Approved makes:
Regent/Trilux/Disano/Havells/Bajaj for Light Fixtures as per
BOQ Line Item defined in basket . Approved makes for High
Mast Fixtures: Disano / Regent/ Bajaj /Havells . Approved
make for communication cables : LAPP/Polycab . Approved
Make for any other flexible wire/ cable : Polycab/KEV skytone .
Any other material make : As approved by E-In-C "

Note: OEM should have their own Plant registered in india under|
their own name for the manufacturing of Luminaires and
Drivers, plant should meet ISO norms and should be
manufacturing Light fixtures for minimum 5- 10 years.
Manufacturing Facility should have own Testing facilities
meeting NABL standards/ certification.

Bidder3 |




Volumel

Item Chlisaro Page no Tender Description Bidders Clarification/Submission NU Reply and Revised Terms where applicable
1. Majority of the LED fixtures: Supply and Safe
Keeping including testing of Light Fixture within
the campus for various buildings and external
areas within the campus. The installation will be
arranged through the other agency/contractor,
however, the technical guidance/monitoring for
the installation will be extended by the LED
fixtures supplier. The supplier will be responsible
for the commissioning of the supplied LED
Fixtures and demonstration of the performance on The scope of the project should be read as "Supply, Safe
the designed parameters/lux. Where taltion of LED fures 5 i scape of oher sonracte
2. SITQ of various .flxture.s in the'e?dernal areas as ) as per BOQ. In case of other ltems where BOQ item relates to
Summary of calleq in the BOQ_lncIudmg providing shop The scope of _work is not clear . We reques.t you|Supply, safe keeping, Installation, testing and commissioing of
Scope of work Page No.-3  |drawings and design documents where ever to please clarify the scope of work under this  |LED fitures ( SSITC) is concerned where installation including
required. NITfor our clarity. wiring, _cwrl work etc is in scope of b{dqer then it shall be
3. SITC of External RF control modules including Zﬁ:{:;“ggrz":::ltle;ea:aﬁgg%g X;tsh;'légigtu‘?;?er‘;?;
all the accessories and equipment's as called in condition "This superseeds any other reference in the tender
the BOQ including providing shop drawings and document.
design documents where ever required.
4. SITC of various decorative light fixtures in
various buildings within the campus.
5. SITC of DALI control system with daylight and
motion sensors including all the related
equipment's and accessories as required and as
called in the BOQ including providing shop
drawings and design documents where ever
required. - ,
ek th? U S clayse, smllar work” shall We request that the clause be amended to Clause is amended to be read as "For the purpose of this
ey ne Yt atonSliesting: “simi il mean SITC of Electrical lause, "similar work” shall mean “Supply, Installation, Testin
2.(b).1 Page No. - 12 |Commissioning & Safe keeping, of Light Fixture ST SIeolK ;ha me s ; ety simiiar wor : PRy, nsia O oine
ot . . d U~ works (LED Fixtures included) within a single  |and Commxsnc_mlng_ of all electrical work? including LED Light
::t:;;.a single order, in India, within last seven order, in India, within last seven years”. Fixture, in India, within last seven years’.
The bidder should not have incurred any loss
$;°Ig)a;2r;aglf::g“Evgﬁa%?:'}g;);?v:me el We request that the clause be amended to
2.(b).3 Page No. - 13 e : "Positive Net worth in at least three years in the |The tender clause remains unchanged.
consecutive financial years balance sheets, last five consecutive financial years”
ending 31st March 2020, duly certified and
audited by the Chartered Accountant.
. . We request that the clause be amended such  |Clause is amended to " The bidder should submit the relevant
2.(b).5 Page No. - 13 The bidder should submit relevant ISO that th: OEM ISO certificate for manufacturing [ISO certification for manufacturing plant of the OEM for LED

certifications for the manufacturing facility.

can be supplied by the primary bidder.

fixtures"




Volume/

Item Chitse o ‘Page no Tender Description Bidders Clarification/Submission NU Reply and Revised Terms where applicable
It isdrequeljtoert\il that clause be deleted Sto ensure [The clause "The following are also be aliowed to participate in
. A . Itenderis - restricti nder and Similar the tender. The OEM (of Light Fixtures onl r the preferred
The following are also be gllowe.d to participate in work definition as stugg\;zttez gt p:rad(z) abive make list of this NIT o(r thei?perpetual auth?rizgzistribztir for
General the tender. The OEM (of Light Fixtures only) as f this E mail shall be i the region covering Nalanda University, Rajgir" stands deleted.
- Page No. - 13 |per the preferred make list of this NIT or their S IB R mcorpora_lted. = The new clause is addedas:  “Bidder should enclose
Information . — . ,The Manufacturer's Authorization Form (MAF) ; : oy
perpetual authorized distributor for the region ‘ . t o Tender Specific Manufacturer Authorization Form ( MAF) from
covering Nalanda University, Rajgir is essential for any bid of this size to ensure OEM and the same Is mandatory for LED Fixtures, at time of
timely supply and services by OEM during bidding, failing which the bid shall be summarily rejected.”
execution of work. Format is being published for reference, please follow the same.
We request that the project time line be
Project extqn@ed to 11 months as _the time: given is not
Milestone  |Page No. - 64 |[Milestone of Works (Time duration 9 Months) suffncnent for the compk_ate |n§tallat|on cfifhe The tender clause remains unchanged.
Schedule project. This dearth of time will only be
exacerbated by the current worldwide Corona
virus pandemic.
We request that 10% of the overall contract
Mobilization - . price bg released as mobilization adv.a.nce
Advance Page No. - 99 |No Mobilization advance shall be paid along with the contract LOA.The mobilization  |No Change
advance can be adjusted against the
subsequent running bills.
Where manufacturer's names and/or catalogue
numbers are given, this is an indication of the
quality, standards and performance required. For
items not covered under the List of Approved Clause to be read as : "Light fixtures specification as given in
Special Makes', contractor shall offer items of first class ~ |We request that this clause be amended to * In 'tenqerlaret :& t;e |f°"f0wed an% ac;z I?nf T\inicg]Ltm‘]I Sdpegiﬂcaﬁm- Any
Conditions — quality, standards and performance and obtain case of ltems which are not covered under the :g:f';':‘n‘::g tgtﬁe‘:n;‘i’r%’n‘{lespeciﬁca(ﬁ:n sr":igh :r c‘;’:)b .
Light Fixture - Page No. - 158 |the approval gf Engineer In.charge/Consult_ants List of Approyed Makes, con_tractgr shall offer looked into but contractor to submit Technical data sheet of
114 before procuring them. Deylatlon from the list of Item_s of gquwalent make with prior approval of |equivalent model for prior approval of E-in-C. Nothing extra cost
approved makes list to be informed to and Engineer in-charge” will be payble under this under any condition. Also no time
approved by the owner representative, PMC, extension will be allowed under this.”
consultant prior to procurement of any equipment
at site. Where interfacing occurs, equipment shall
be mutually compatible in all respects
Bidder 4




Page no

Tender Description

Bidders Clarification/Submission

NU Reply and Revised Terms where applicable.

Page No: 3

Supply and Safe Keeping including testing of
Light Fixture within the campus for various
buildings and external areas within the campus.
The installation will be arranged through the other
agency/contractor, however, the technical
guidance/monitoring for the installation will be
extended by the LED fixtures supplier. The
supplier will be responsible for the commissioning
of the supplied LED Fixtures and demonstration
of the performance on the designed
parameters/lux.

Please clarify the scope of work for the project.
Will the laying of channels/wires etc. be under
the purview of the supplier or the third party
contracted for installation? As there is a lot of
ambiguity so as to the scope of work under the
NIT, with different parts of the NIT referring to
Supply and commissioning or to SITC, and
some part mentioning supply and safe keeping
. Please enumerate the roles and
responsibilities of the supplier under this NIT,

The scope of the project should be read as "Supply, Safe
keeping, Testing and Commissioning(SSTC)" for LED fixtures
where installation of LED fixtures is in scope of other contractor
as per BOQ. In case of other ltems where BOQ item relates to
Supply, safe keeping, Installation, testing and commissioing of
LED fixtures ( SSITC) is concerned where installation including
wiring/cabling, civil work, MS conduit etc complete is in scope of
bidder as per design /details/drawings provided by contractor
and approved By E-In-C, then it shall be accordingly executed
as per BOQ within the quoted cost. Nothing extra shall be
payable on this account under any condition "This superseeds
any other reference in the tender document.

213

Page No: 3

1.8SITC of various fixtures in the external areas as
called in the BOQ including providing shop
drawings and design documents where ever
required.

2.SITC of External RF control modules including
all the accessories and equipment’s as called in
the BOQ including providing shop drawings and
design documents where ever required.

Please clarify the scope of work for the project.
Will the external Lighting Installation be under
the purview of the supplier or the third party
contracted for installation? As there is a lot of
ambiguity so as to the scope of work under the
NIT, with different parts of the NIT referring to
Supply and commissiening or to SITC, Please
enumerate the roles and responsibilities of the
supplier under this NIT.

The scope of the project should be read as “"Supply, Safe
keeping, Testing and Commissioning(SSTC)" for LED fixtures
where instaliation of LED fixtures is in scope of other contractor
as per BOQ. In case of other ltems where BOQ item relates to
Supply, safe keeping, Installation, testing and commissioing of
LED fixtures { SSITC) is concerned where installation including
wiring/cabling, civil work, MS conduit etc complete is in scope of
bidder as per design /details/drawings provided by contractor
and approved By E-In-C, then it shall be accordingly executed
as per BOQ within the quoted cost. Nothing extra shall be
payable on this account under any condition "This superseeds
any other reference in the tender document.

Page No: 3

SITC of various decorative light fixtures in various
buildings within the campus.

Please clarify the scope of work for the project.
Will the decorative light fixtures installation be
under the purview of the supplier or the third
party contracted for installation? As there is a
lot of ambiguity so as to the scope of work
under the NIT, with different parts of the NIT
referring to Supply and commissioning or to
SITC, Please enumerate the roles and
responsibilities of the supplier under this NIT.

The scope of the project should be read as "Supply, Safe
keeping, Testing and Commissioning(SSTC)" for LED fixiures
where installation of LED fixtures is in scope of other contractor
as per BOQ. In case of other items where BOQ item relates to
Supply, safe keeping, Installation, testing and commissicing of
LED fixtures ( SSITC) is cancerned where installation including
wiring/cabling, civil work, MS conduit etc complete is in scope of
bidder as per design /details/drawings provided by contractor
and approved By E-In-C, then it shall be accordingly executed
as per BOQ within the quoted cost. Nothing extra shall be
payable on this account under any condition "This superseeds

any other reference in mq_h\der document.




Volume/

Clhinano Page no Tender Description Bidders Clarification/Submission NU Reply and Revised Terms where applicable
&iaie Cl;a/{ilfy the sc;)pe of wor?( for th,e project. The scope of the project should be read as "Supply, Safe
ill the | contr;:) ;YStefl‘l"' ‘ll’lV'th ciayllght and lkeeping, Testing and Commissioning(SSTC)” for LED fixtures
. ; motion sensors including all the relate where installation of LED fixtures is in scope of other contractor
SlT;-‘» of DALI C?“t";“d'S_YSterl""t‘r’]‘”th ?ayhé:]ht and equipment's and accessories installation be as per BOQ. In case of other items where BOQ item relates to
ccuipments and acoesseries a6 required and as |UCET 1he purview ofthe supplie o the tird —|SUPRY. sefeeepng soletn, seng s commissos o
. . ian? . Ixtures IS concerned where installiation including
5 pegclNeS called in the BOQ including providing shop party contrac?ed for installation? As there is a wiring/cabling, civil work, MS conduit etc complete is in scope of
drawings and design documents where ever okt ambigulty s9:38 0 the scope of wark |bidder as per design /details/drawings provided by contractor
ol under the NIT, with different parts of the NIT and approved By E-in-C, then it shalt be accordingly executed
' referring to Supply and commissioning or to as per BOQ within the quoted cost. Nothing extra shall be
SITC, Please enumerate the roles and payable on this account under any condition "This superseeds
responsibilities of the supplier under this NIT. BIECHE T iepcelinii St SRCoctent
Site is located along the Patna - Rajgir Highway Siica:Rajgirisa remote ?ocapon‘ we.humbly
: . . - request that Nalanda University provide
Summary of P . and is well connected with the city of Rajgir, Bihar. : : .
age No: 3 e . boarding /lodging for the team on campus. This |No change.
Scope of work Total area of the site is approximately 455 acres . .
(‘Site”) ?wﬂ reduce the trgv?l time, cut costs and
) increase work efficiency.
Three similar works each costing not less than Barring normalstraditional contracts, ESCO
Rs.4.70 Crores (Rupees Four Crore Seventy Lakh . .
o -~ _'|contracts may also be considered. Prospective
only) or completed two similar works each costing |, . . .
bidders should submit an undertaking (on Rs.
not less than Rs.7.04 Crores (Rupees Seven )
. . 100 Stamp Paper) stating the total value of -
2.(b).1 Page No: 12 |Crore Four Lakh only) or completed one similar |, ; The tender clause remains unchanged
- items used in the ESCO contract. Contract and
wark costing not less than Rs.8.39 Crores
(Rupees Nine Crore Thirty Nine Lakh only) durin ARG S L LBl SPEL
P rty ) . Y 9 |submitted with the bid in evidence of the project
the last seven (7) years ending previous day of value
the last day of submission of Tender. '
For the purpose of this clause, “similar work™ shall |Only Light fixture experience is a very ) . )
mean "Supplying, Installation, Testing, restrictive . Contractor who has experience in 8;3535: '“ss_lfn”i‘lz:‘svi‘:k‘?si‘;']e:q‘; > SFS;;T; ;‘;‘;‘E‘;:’: ”,‘r':sﬁng
2.(b).1 Page No: 12 |Commissioning & Safe keeping, of Light Fixture |electrical work including LED should be i Cémm.‘siomng of all efectrical works i'nduding LED Light

within a single order, in India, within last seven
ears’.

allowed. This will help to broaden the
competition

Fixture, in India, within last seven years’.




Volume/

Page no

Tender Description

Bidders Clarification/Submission

NU Reply and Revised Terms where applicable

2.(b).1

Page No:13

The following are also be allowed to participate in
the tender. The OEM (of Light Fixtures only) as
per the preferred make list of this NIT or their
perpetual authorized distributor for the region
covering Nalanda University, Rajgir

Specific Manufacturers Authorization Form
{MAF) is an integral part of any bidding
process. It signifies the OEM's support to the
bidder for the project and the after sales
service. As such we strongly recommend that
the MAF (Duly signed and stamped for the
OEM) be a mandatory requirement to be
submitted alongside with the bid. A Format for
the MAF is attached for your kind perusal which
is asked in all government tenders .

Remove : or their perpetual authorized
distributor for the region covering Nalanda
University, Rajgir

Change to : Any electrical contractor in the
country who qualifies as per this tender terms
and conditions and has tender specific MAF
from OEM

The clause "The following are also be allowed to participate in
the tender. The OEM (of Light Fixtures only} as per the preferred
make list of this NIT or their perpetual authorized distributor for
the region covering Nalanda University, Rajgir" stands deleted.
The new clause is added as : "Bidder should enclose
Tender Specific Manufacturer Authorization Form ( MAF) from
OEM and the same Is mandatory for LED Fixtures, at time of
bidding, failing which the bid shall be summarily rejected.”
Format is being published for reference, please follow the same.

2.(b).2

Page No:13

The bidder should have had average annual
financial turnover (gross)of Rs.5.87 Crores
(Rupees Five Crore Eighty Seven Lakh only) of
Similar works during the immediate last five
consecutive financial years balance sheets,
ending 31st March 2020, duly audited by Charted
Accountant. Year in which no turnover is shown
would also be considered for working out the
average.

We humbly request that the clause be read as
“The bidder should have had average annual
financial turnover (gross)of Rs.5.87 Crores
(Rupees Five Crore Eighty Seven Lakh only)
during the immediate last five consecutive
financial years balance sheets, ending 31st
March 2020, duly audited by Charted
Accountant. Year in which no turnover is shown
would also be considered for working out the
average.”

“Remove : of similar work *

Clause is amended to "The bidder should have had average
annual financial turnover (gross)of Rs.5.87 Crores (Rupees Five
Crore Eighty Seven Lakh only) during the immediate last five
consecutive financial years balance sheets, ending 31st March
2020, duly audited by Charted Accountant.”

2.(b).3

Page No:13

The bidder should not have incurred any loss
(Profit after tax should be positive) in more than
two (2) years during available last Five
consecutive financial years balance sheets,
ending 31st March 2020 , duly certified and
audited by the Chartered Accountant.

We humbly request that Government of India
PSU/Autonomous bodies be exempted from
this clause.

The tender clause remains unchanged. However in case
Netwoth is Positive in more than two (2) years during available
last Five consecutive financial years, ending 31st March 2020,
the same shall also be acceptable

Page No:13

The bidder should submit relevant ISO
certifications for the manufacturing facility.

We humbly request that the clause be read as
“The bidder should submit relevant ISO
certifications”

Clause is amended to " The bidder should submit the relevant
ISO certification for manufacturing plant of the OEM for LED

fixtures"




Volume/

Item Clause no Page no Tender Description Bidders Clarification/Submission NU Reply and Revised Terms where applicable
We humbly request that the time allotted for
completion of work be increased to 12 months
) from the current 9 months, taking into account
Project the COVID -18 pandemic across the globe.
Milestone  [Page No: 64  |Milestone of Works (Time duration 9 Months) Please note that supply chain of all OEMs is  [The tender clause remains unchanged.
Schedule affected. The delivery times are longer than
normal due some component shortages and
delays both inbound and outbound shipping
availability.
We humbly request that Ten percent 40% of
Mobilization the entire Contract Price, exclusive of all
Page No:99 No Mobilisation advance shall be paid. Recurrent Costs, shall be paid against the No change.
Advance T
Advance Payment Security in the form of BG as
er GFR rule to PSUs
Each bill shall be accompanied by the following
documents.
Z’I:::Ls]jrre,;eg:t :ta)ﬂld e = et We humbly request that the clause be read as
. : . “Each bill shall be accompanied by the
Physical Progress Report along with relevant following documents onl
Clause. 5.17 : Photographs. 9 y
On Account Page No: 150 Coplgs of quality control tgsts in spe_clﬂed format Packing list The tender clause remains unchange.
Payment of covering the Work done since last bill. Delivery challan
Interim Bills Copies of Material Bills for equipment's and items GsT Ir:zl/oice
B oo G reRicHintialinSpeetngjand QC certificate on OEM letter head confirming
approval from Engineer In Charge. the warranty period
Copies of instructions recorded in the site P
instruction book containing the instructions and
compliance made thereof, covering the Work
ill
On the intimation to the Engineer-in-charge by the
contractor for the completion of the work, the
Engineer-in-charge shall arrange for the ) .
inspection of works by his representative, PMC Paym_en? of flnal. bill shall b_e made after ~ |The tender clause remains unchanged. However a line is
Clause. 5.18 . submission of Site Inspection report/Installation |added in Clause as : " The inspection and relevant report of
. . and the Architect Consultants. Upon the . ) - . ) ) X . oy
:Payment of |Page No: 150 |[. . : - - ] report ( which ever is applicable) .Inspection defects , if any will be submitted by E-in-C to contractor within
Final Bill inspection of works Engineer-in-charge will hand | ' o o oo e ot delivered by 15 days of written request by contractor claiming for completion
over a list showing the defects in works, if there switch on/off test of work.
are any, to the contractor. The final Bill shall not
be paid till all such defects are not rectified to the
entire satisfaction of the Engineer-in-charge.
Bidder 5 <

M,Xﬁgsj?"\*\”




Volume/

Item Clause ho Page no Tender Description Bidders Clarification/Submission NU Reply and Revised Terms where applicable
List of approved makes of Light Fixtures are
Whera manufacturers names sndior caalogue | 70 KTt LI eSS mleS | b e s cnder s - Aok
MR e A _ . ause should be read as under : " Approved makes:
numbers are given, this is an indication qf the also be considered as one of the approved Regent/Trilux/Disano/Havells/Bajaj for Light Fixtures as per
_quahtY- standards and PEffom?anCe required. For brands . Havells is one of the Top three BOQ Line Item defined in basket . Approved makes for High
items not covered under the List of Approved lightin Bran ds in the Country with Lightin Mast Fixtures: Disano / Regent / Bajaj /Havells . Approved
Makes', contractor shall offer items of first class 9" 19 T8NE " 1000 Cr. With Inhouss State |T724E for communication cables : LAPP/Polycab . Approved
Special quality, standards and performance and obtain of”"‘:t"f,r ht?re Ma" oot a ll t"_‘h?”:? ate {make for any otner Tlexible wire/ cable : Polycabl/KEV skytone
Conditions — |Page No: 158 |the approval of Engineer In charge/Consultants su:plyilr?g tlc:‘%orizgts: Cal::’nﬁ tifnr;tzgn;l a, i SRR B IO A8 SRR ) (S
Light Fixture before procuring them. Deylatlon from the list of markets meeting both Indian & International Note: OEM should have their own Plant registered in India under
approved makes list to be informed to and standards. HAVELLS should approved as their own name for the manufacturing of Luminaires and
approved by the owner representative, PMC, Liahti L. inaire Brand with Gppt Drivers, plant should meet ISO norms and should be
consultant prior to procurement of any equipment Alt?nalgigbhzrrgf?lrreat l;aitr;ati‘:JW . ‘LV'; ¥ manufacturing Light fixtures for minimum 5- 10 years.
at site. Where interfacing occurs, equipment shall ro a es _n ocai tor Man\.?fac&unng Facility should _havg own Testing facilities
be mutually compatible In all respects Local vision. We shall be meeting the complete |meeting NABL standards/ certification.
P pects. Technical specs of the products , attached list
of equivalents proposed .
Supply and Safe Keeping including testing of The scope of the project should be read as "Supply, Safe
Light Fixture within the campus for various keeping, Testing and Commissioning(SSTC)" for LED fixtures
buildings and external areas within the campus. AGiinstalltion is in the scope of other Agenc where installation of LED fixtures is in scope of other contractor
The installation will be arranged through the other . el 9€NCY.  las per BOQ. In case of other items where BOQ item relates to
: by this statement does it mean bidders Supply, safe keeping, Installation, testing and commissioing of
agency/contractor, however, the technical TN il . X —— )
Summary of page No: 3 idance/ itoring for the installation will b esponsibility is only for the supply of Luminaires |LED fixtures ( SSITC) is concerned where installation including
9 : guidance/monitoring ror Installation will be wiring/cabling, civil work, MS conduit etc complete is in scope of

Scope of work

extended by the LED fixtures supplier. The
supplier will be responsible for the commissioning
of the supplied LED Fixtures and demonstration
of the performance on the designed
parameters/lux.

and providing after sales warrantyi.e. Spare
management. Wiring etc will be in the scope of
other agency , pls clarify.

bidder as per design /details/drawings provided by contractor
and approved By E-In-C, then it shall be accordingly executed
as per BOQ within the quoted cost. Nothing extra shall be
payable on this account under any condition "This superseeds
any other reference in the tender document.

10




Pageno

Tender Description

Bidders Clarification/Submission

NU Reply and Revised Terms where applicable

Summary of
Scope of work

Page No: 3

SITC of various fixtures in the external areas as
called in the BOQ including providing shop
drawings and design documents where ever
required

For external Lighting Installation is in the scope
of bidder, here pls clarify does instaflation mean
only cable termination at Luminaire level or
complete scope of Electrical work inclusive of
cable supplying, laying etc. Kinidy provide
detailed Drawings.

The scope of the project should be read as "Supply, Safe
keeping, Testing and Commissioning(SSTC)" for LED fixtures
where installation of LED fixtures is in scope of ather contractor
as per BOQ. In case of other ltems where BOQ item relates fo
Supply, safe keeping, Installation, testing and commissioing of
LED fixtures ( SSITC) is concerned where installation including
wiring/cabling, civil work, MS conduit etc complete is in scope of
bidder as per design /details/drawings provided by contractor
and approved By E-In-C, then it shall be accordingly executed
as per BOQ within the quoted cost. Nothing extra shall be
payable on this account under any condition "This superseeds
any other reference in the tender document.

Summary of
Scope of work

Page No: 3

SITC of various decorative light fixtures in various
buildings within the campus.

For external Lighting Installation is in the scope
of bidder, here pls clarify does installation mean
only cable termination at Luminaire level or
complete scope of Electrical work inclusive of
cable supplying, laying etc. Kinldy provide
detailed Drawings.

The scope of the project should be read as "Supply, Safe
keeping, Testing and Commissioning(SSTC)" for LED fixtures
where installation of LED fixtures is in scope of other contractor
as per BOQ. In case of other items where BOQ item relates to
Supply, safe keeping, Installation, testing and commissioing of
LED fixtures ( SSITC) is concemed where installation including
wiring/cabling, civil work, MS conduit etc complete is in scope of
bidder as per design /details/drawings provided by contractar
and approved By E-In-C, then it shall be accordingly executed
as per BOQ within the quoted cost. Nothing extra shall be
payable on this account under any condition "This superseeds
any other reference in the tender document.

Summary of
Scope of work

Page No:3&4

Scope Of work

Need More clarity on the Scope of Work,
somewhere in BOQ its Supply and Upkeeping
and Some Items in BOQ mention SITC, Kinldy
elaborate on the Scope of Job.

The scope of the project should be read as "Supply, Safe
keeping, Testing and Commissioning(SSTC)" for LED fixtures
where installation of LED fixtures is in scope of other contractor
as per BOQ. In case of other ltems where BOQ item relates to
Supply, safe keeping, Installation, testing and commissioing of
LED fixtures { SSITC) is concerned where instaliation including
wiring/cabling, civil work, MS conduit etc complete is in scope of
bidder as per design /details/drawings provided by contractor
and approved By E-In-C, then it shall be accordingly executed
as per BOQ within the quoted cost Nothing extra shall be
payable on this account under any condition "This superseeds
any other reference in the tender document.

11
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Item | Chitsano Page no Tender Description Bidders Clarification/Submission NU Reply and Revised Terms where applicable
There can be multiple Partners/ Distributors for [The clause "The following are also be allowed to participate in
; - . |a Lighting Brand in the region. We Suggest that |the tender. The OEM (of Light Fixtures only) as per the preferred
The follow A ) S
th Etfo Lo Ir}lghargzll\jlo bfe L?”nge,d to participate in Bidder should have Manufacturers make list of this NIT or their perpetual authorized distributor for
General e tender. The (of Light Fixtures only) as Authorization Certificate as mandatory the region covering Nalanda University, Rajgir" stands deleted.
Information Page No: 13 per the preferred make list of this NIT or their Document part of Pre Qualification t The new clause is added as : "Bidder should enclose
perpetual authorized distributor for the region ument part of Fre Laliiication 1o~ |yender Specific Manufacturer Authorization Form ( MAF) from
covering Nalanda University, Rajgir participate as ehglt_)le bl@der. .Onlly AUthorlzmg OEM and the same Is mandatory for LED Fixtures, at time of
dealer of the specfic region will limit the number |bidding, failing which the bid shall be summarily rejected.”
of bids in the tender. Format is being published for reference, piease follow the same.
Payment on 1)A:fter |n|t|a! m;pecﬂon (Wh.s.frever specified) & ‘
] : delivery at site in good condition on pro rata basis. . )
intermediate 2) On successful handing over to client for In case of items where only supply is
Certificate to be|Page No: 93 ; Z - ) mentioned , does that mean 100% payment will [ The tender clause remains unchanged.
regarded as beneficial use. This includes the inventory list, be realesed for those item ainst |
Vi installation (whichever is specified), and testing & eMS against supply.
commissioning
Bidder 6
The scope of the project should be read as "Supply, Safe
keeping, Testing and Commissioning(SSTC)" for LED fixtures
where installation of LED fixtures is in scope of other contractor
as per BOQ. In case of other ltems where BOQ item relates to
s ¢ The scope of work under the NIT document is Supply, safe keeping, Installation, testing and commissioing of
ummary o . : . LED fixtures { SSITC) is concerned where instaliation including
Scope of work e N Scape of work not clearly defined. Please explain the exact wiring/cabling, civil work, MS conduit etc complete is in scope of
scope of work for the NIT. bidder as per design /details/drawings provided by contractor
and approved By E-In-C, then it shall be accordingly executed
as per BOQ within the quoted cost. Nothing extra shall be
payable on this account under any condition "This superseeds
any other reference in the tender document.
ol N th d r
Site is located along the Patna - Rajgir Highway jVe request 8z, the et make
Summary of and is well connected with the city of Rajgir, Bihar U C USR] G [ FUEio) LT
1/ Page No: 3 i, ‘lon university premises due to the remoteness|No change.

Scope of work

Total area of the site is approximately 455 acres
("Site").

of the site. This will increase the efficiency of
the project execution

12
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tem | ‘Clause no Page no Tender Description Bidders Clarification/Submission NU Reply and Revised Terms where applicable
The bidder should have had average annual
financial turnover (gross)of Rs.5.87 Crores We request that the turnover being considered
(Bupees Five erre Eigh'ty Sevgn Lakh only) of shoyld be entire turnover of t.he. company and |41 e is amended to "The bidder should have had average
Similar works during the immediate last five not just the turnover for the similar works as annual financial tumover (gross)of Rs.5.87 Crores (Rupees Five
2.(b).2 Page No: 13 |consecutive financial years balance sheets, defined in NIT clause 2(b)1 on page12. This Crore Eighty Seven Lakh only) during the immediate last five
ending 31st March 2020, duly audited by Charted |clause for turnover of similar works will be consecutive financial years balance sheets, ending 31st March
Accountant. Year in which no turnover is shown |restrictive to bidders and will hamper 2020, duly audited by Charted Accountant.”
would also be considered for working out the participation of prospective bidders and should
averagd. hence be removed.
et The clause "The following are also be allowed to participate in
The following are also be allowed to participate in -sr:c?uIz‘abneUf:S:)ur;eit;Seda:tlgﬁgs:vt;t(:mn t;c:r;id( M‘?:e) e L S=oioly s = tho preferred
8 . ; . make list of this NIT or their perpetual authorized distributor for
General the tender. The OEM (of'nght Flgtures only) as MA.F is a necessary document for the end user|the region covering Nalanda University, Rajgir" stands deleted.
Information Page No: 13 per the preferred make list of this NIT or their|as it helps to secure the end user for authentic{The new clauseisaddedas:  “Bidder should enclose
perpetual authorized distributor for the region|goods and after sales support. Hence we|Tender Specific Manufacturer Authorization Form (MAF) from
covering Nalanda University, Rajgir request that the MAF be included as a|OEMand the same is mandatory for LED Fixtures, at time of
) bidding, failing which the bid shall be summarily rejected.
mandatory part of the bid document. Format is being published for reference, please follow the same.
Bidder 7 LA i .
PC diffuser becomes brittle & yellow
degeneration after some time. Which also lead
Financial Bid - |As per tender specification Light fixture should be |to degradation of light output and lumen ; . ) .
Sr no 1-2-34-5 |with PC diffuser depreciation is more. We suggest to use PMMA fisicerttmeditictino R etaE b allES HIRC/ENMA dluses
type of diffuser for same for lesser lumen
depreciation.
Financial Bid- ) ] As the driver used _in the product is conSt_ant Itis clarified that there is no change in THD in tender
Sr n0-11-12-13- As per tender specification THD shall not exceed |voltage, so THD will more the 20% for this specification for Indoor LED fittings i.e THD of Indoor LED
10% fixture. Request you to consider and do the fittings shall not exceed 10%. But Outdoor LED fitiings shall not
s amendments in the tender. have THD more then 20%
As this is underwater Light, Driver is external it s clarified that there is no change in THD in tender
Financial Bid- |As per tender specification THD shall not exceed |and DC supply so THD will be more than 20% |specification for Indoor LED fittings i.e THD of Indoor LED
Srno 21 10% for this fixture. Request you to consider and do |fittings shall not exceed 10%. But Outdoor LED fitiings shall not
the amendments in the tender. have THD more then 20%
Bidder8 |
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Volume/

fixture. Kindly confirm the same.

item Calcane Page no Tender Description Bidders Clarification/Submission NU Reply and Revised Terms where applicable
Clause should be read as under: " Approved makes:
Regent/Trilux/Disano/Havells/Bajaj for Light Fixtures as per
BOQ Line Item defined in basket . Approved makes for High
Mast Fixtures: Disano / Regent/ Bajaj /Havells . Approved
. make for communication cables : LAPP/Polycab . Approved
] ] ) o Certain “gh_t ﬂxtur? modgls are obsolete as per |make for any other flexible wire/ cable : Polycab/KEI skytone .
BOQ -in Light Fixture Models as per "light fixture manufacturing point of view. Kindly confirm Any other material make : As approved by E-In-C "
general basket.pdf" whether to quote equivalent models as offered
by the approved OEM's. Note: OEM should have their own Plant registered in India under
their own name for the manufacturing of Luminaires and
Drivers, plant should meet ISO norms and should be
manufacturing Light fixtures for minimum 5- 10 years.
Manufacturing Facility shouid have own Testing facilities
meeting NABL standards/ certification.
The scope of the project should be read as "Supply, Safe
keeping, Testing and Commissioning(SSTC)" for LED fixtures
where installation of LED fixtures is in scope of other contractor
We would consider the required flexible cabling |as per BOQ. In case of other ltems where BOQ itern relates to
. along with the line items where installation is in |SupPly. safe keeping, Installation, testing and commissioing of
BOQ -in Flexible cablin - sgco e. Similarly. where installation is not in LED fixtures { SSITC) is concerned where installation including
general 9 pe. Y, ] e X S = i wiring/cabling, civil work, MS conduit etc complete is in scope of
RORSCOPS pwe wouldn't consider any cabling.  |bigder as per design /details/drawings provided by contractor
Kindly confirm. and approved By E-In-C, then it shall be accordingly executed
as per BOQ within the quoted cost. Nothing extra shall be
payable on this account under any condition "This superseeds
any other reference in the tender document.
As per approved OEM's, PC diffuser becomes
brittle & yellow degeneration after some time
BOQ-1.0 As per ltem description, Light fixture should be which also lead to.de.grafjatlon of light output Itis confirmed that Light fixture shall be with PC/PMMA diffuser.
-5.0 with PC diffuser and lumen depreciation is more. We suggest to
use PMMA type of diffuser for same for lesser
lumen depreciation.
BOQ-70 As per item description, housing should be made |[As per approved OEM's, the housing shall be  |It is confirmed that Housing shall be Aluminium pressure die
) of CRCA Material. extruded alumunium. Kindly confirm. casting.
BOQ - As per approved OEM's, since the driver used |1t s clarified that there is no change in THD in tender
0 As per item description, THD shall not exceed in the product is constant voltage, so THD will  |specification for indoor LED fittings i.e THD of indoor LED
11.0- 10% more the 20% for these fixtures. Kindly confirm |fittings shali not exceed 10%. But Outdoor LED fitiings shall not
15.0 have THD more then 20%
the same.
As per approved OEM's, since this is It is clarified that there is no change in THD in tender
BOQ - As per item description, THD shall not exceed underwater Light, Driver is external and DC specification for Indoor LED fittings i.e THD of Indoor LED
21.0 10% supply so THD will be more than 20% for this

fittings shall not exceed 10%-But Outdoor LB fitings shall not
have THD more then 20% |




item

Volume/
Clause no

Page no

Tender Description

Bidders Clarification/Submission

NU Reply and Revised Terms where applicable

BOQ -
18.0&
22.0

Civil foundations & excavations

Kindly descope the entire civil works. We
believe as per BOQ description, the final
finishing of cut-outs shall not be in our scope
wherever installation is mentioned.

The scope of the project should be read as "Supply, Safe
keeping, Testing and Commissioning(SSTC)" for LED fixtures
'where installation of LED fixtures is in scope of other contractor
as per BOQ. In case of other ltems where BOQ item relates to
Supply, safe keeping, Installation, testing and commissioing of
LED fixtures ( SSITC) is concemed where installation including
wiring/cabling, civil work, MS conduit etc complete is in scope of
bidder as per design /details/drawings provided by contractor
and approved By E-In-C, then it shall be accordingly executed
as per BOQ within the quoted cost. Nothing extra shall be
payable on this account under any condition "This superseeds
any other reference in the tender document.

~Milestone of
Works:
Submission of
Technical Data
sheets for
Fixtures for
approval.

10 for submission and approval by 25 Days from
effective date

40 days for submission from the date of receipt
of work order.

The tender clause remains unchanged.

Milestone of
Works:
Inspection call
at the
Manufacturers
Works and
Inspection at
Works for 1st
LOT

45 days

75 days from the date of receipt of work order.

The tender clause remains unchanged.

Milestone of
Works: Supply
of Light Fixture

to site for 1st

LOT for
Hon'ble Vice
Chancellor.

2 months

3 months from the date of receipt of work order.

The tender clause remains unchanged.

Testing of
equipments

General

Only physical dimensions and lux level can be
measured at site level. We are unable to
provide any other testing equipments at site
laboratory. Kindly confirm.

Itis confirmed that all testing equipments as required as per
CPWD General specifications for Electrical works Part 1 2013 (
with latest amendments upto the last date of the Bid) shall be
maintained at site by contractor in the site lab for carrying out
relevant site tests feasible at site. All other required tests will be
carried out in approved reputed independent extemal testing
labs as approved by E-In- C with sample and testing cost to be

borne by contractor within quoted’
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NU Reply and Revised Terms where applicable

6. SITC of external area lighting - 3 months

ltem. Clhtas o Page no Tender Description Bidders Clarification/Submission
As per tender"CPPP Details", EMD Amount is
INR Rs. 21.74 Lacs; Also as per NIT document/
Clause 5.1 "As per the latest office
memorandum NO: DG/ CONMisc./13 dated |yt is clarified that EMD is exempted as per the CPWD latest
Earnest Money 23/11/2020, no provision of Earnest Money is  [office memorandum NO: DG/CON/Misc./13 dated 23/11/2020.
Deposit General kept in the bid document. Only the provision for [Only the provision for Bid Security Declaration as per FORM I is
Bid Security Declaration as per FORM | is kept kept in the bid document ." Kindly refer to the NIT page no 2
in the bid document.". Therefore no EMDis ~ |&10
required for the tender. Kindly confirm.If yes,
kindly accept BG of equivalent amount and
share the format of BG Document
G 60 months from completion of the project as a W t to kindl t 60 th
Defects Liability hol P prol f S B s o R OR (1S The tender clause remains unchanged.
Period whole. rom the date of supply of materials at site.
Clause should be read as under : " Approved makes:
Regent/TriluwDisano/Havells/Bajaj for Light Fixtures as per
BOQ Line tem defined in basket . Approved makes for High
Mast Fixtures: Disano / Regent / Bajaj /Havells . Approved
LIST OF . . . . . . make for communication cables : LAPP/Polycab . Approved
APPROVED L'th letgres :BOQ Line lt.em _deflned in basket : Make for any other flexible wire/ cable : Polycab/KEI/ skytone .
MAKE / Trilux, / Disano / Regent / Lighting Techologies We request you to kindly accept Havells/ Bajaj/ |Any other material make : As approved by E-In-C *
MANUFACTU (LT) / XAL / Qlite.High Mast Fixtures: Disano / Philips/ Wipro
Lighting Technologies (LT) / Regent / Philips Not_e: OEM should have their own l?lant regist.ere.d in india under|
RER their own name for the manufacturing of Luminaires and
Drivers, plant should meet ISO norms and should be
manufacturing Light fixtures for minimum 5- 10 years.
Manufacturing Facility should have own Testing facilities
meeting NABL standards/ certification.
Bidder 9
NIT Cum Since the rate of light fixtures vary widely
Percentag Information & Instructions to bidders: Nalanda depending on the manufacturer, we request )
tender pg. 10 of 205 A il : : . - The tender clause remains unchanged.
e rate e University invites online percentage rate bids you to allow us to quote on unit rate basis
instead of percentage rate.
The time period for the first few milestones is
Schedule F: 1. Submission of technical data very short. We request you to kindly modify the
Project NIT Cum sheet - 10 days milestones as below. The overall time duration
: 3. Inspection of 1st lot - 45 days of project remains same .
L] X The tender cl h d.
Egﬁ;a;;g:; dotceunn(-iu:; ts FRLERAEIAIS 4. Supply of light fixture for 1st Lot - 60 days 1. Submission of technical data sheet - 30 days e

3. Inspection of 1st lot - 105 days
4. Supply of light fixture for 1st Lot -120 days
6. SITC of external area lighting - 6 months

"\ b el
L\ e




Volume/

ltem o T iy Page no Tender Description Bidders Clarification/Submission NU Reply and Revised Terms where applicable
Schedule NIT Cum . . . . . .
of issue of o pg. 66 of 205 Schedule of issue of Designs: included in Tender The' ment{oned design drawings are not Already uplaoded and published with NIT, kindly refer to the
Designs documents, Set available in tender set. Please provide. webportal.
It is confirmed that alt testing equipments as required as per
List of ] " CPWD General specifications for Electrical works Part 1 2013 {
TE;t?n NIT Cum List of Testing equipment to be provided by the Z\t}:il:;gni?e:vtvabbig of ?mc‘ljet)r(]ur ef: is not with latest amendments upto the last date of the Bid) shall be
r g tender Pg. 66 0f 205 |contractor at site laboratory: As per (Table-1) of -f So we : erstan e si .e maintarneg at site by cpntractqr in the site lab fo_r carrying o_ut
Eqmpmen d 1 laboratory is not applicable for electrical scope |relevant site tests feasible at site. All other required tests will be
¢ ocuments, Annexure-1 attached. i woTkh Ploasercontinne carried out in approved reputed independent extemal testing
labs as approved by E-In- C with sample and testing cost to be
borre by contractor within quoted cost.
P, NIT Cum Deviations/Variations/ Extent and Pricing:
s\ ariatio AR g We understand the mentioned quantity
ns/ Extent Lely 67 of 205 Deviation limit beyond clause 4.23 shall apply for variation clause is applicable for electrical The tender clause remains unchanged
documents, [P all building work (Above plinth level). 30 % (Thirty : PP S
and works items also.
5 CLAUSE 12 per cent).
Pricing
In case of the requirement of the FACADE . )
LIGHTING, and f rate in the BOQwill notbe | e Of fagade lighting cannot be derived from
S DSR as it is a specialised item and the specs
operable for some of the building inside campus, : g :
Rate of NIT Cum keep on varying with time and between different
then the DELHI SCHEDULE OF RATES (E&M) e )
fagcade tender pg. 79 of 205 . . manufacturers. If it is not part of BoQ, we The tender clause remains unchanged.
ot published on 19.08.2019 (adoption of new . X
lighting documents ; " request you to kindly derive these rates based
emerging technology) with the percentage quote ) .
. . . - on market rates and extra item formula instead
impact of the lowest quoting bidder will be .
? of percentage rate of lowest quoted bidder
applicable.
Compens NIT Cum Provided always that the total amount of
. - . o .
afion for tender pg. 83 of 205 compfe_nsatlon for delay to be Eald under this We request you to allow max 5% compensation The tender clause remains unchanged.
Hela documents, Condition shall not exceed 10% (Ten per cent) of |for delay
Y Clause 2 the accepted Tendered Value of work
Since the project contains largely light fixtures  [The clause is amended as under : * The following percentage of
whose installation is not in our scope, we co;\ntracrt1 ;a;gs sh:ll be payable against the stages of work
: . shown herein unger .
;eazl::::]ty?;rfskmdly accept the following (1) After Initial inspection and delivery at site in good condition
NIT Cum Stage payments N . . on pro-rata basi_s as specified ip the Fl?CC_: 80%
O . . . | After initial inspection & delivery on pro-rata (2) On completion of Pro-rata installation inclduing all
:)-:;Tnse:: do::eurr]::r:ts pg. 94 of 205 g‘ggr initial inspection & delivery on pro-rata basis basis - 90% associated civil/cabling/M$ conduit etc and /or safe keeping
(e] " P . . 0,
' ) nstallation (wherever applicable), testing, |[19%
Clause 7 On successful handing over - 15% e gl St applicanic) 9 {3) On successful testing : 5%

commissioning and successful handing over -
10% (The 10% shall become payable if
clearance for testing, commissioning is not
given within 3 months of supply)

(4) On Commissioning, completion of successful test run period
and successful handover to Nalanda university  : 5%
Deduction of security deposit shall be governed as per tender

relevant clauses. N
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clause specified in Schedule F for extra item.

Item Clailssio Page no Tender Description Bidders Clarification/Submission NU Reply and Revised Terms where applicable
NIT Cum In case of delay in submission of bill by the
contractor a simple interest @ 10% per annum
Terms of tender - i
ayment | documents. Cla |P9" 94 of 205  [shall be paid to the Government from the date of W(_e U=l AT (D Gl th_e clausg on mtere_st The clause is deleted.
pay! h 0 expiry of prescribed time limit which will be being chargeable on delay in submission of bill
use compounded on yearly basis.
The contractor shall submit completion plan as
required vide General Specifications for Electrical
works (Part-l internal) 2005 and (Part-ll External) It is confirmed that the following Para in the clause
1994 as applicable within thirty days of the stands deleted "The contractor shall submit completion
completion of the work In case, the contractor fails plan for water, sewerage and drainage line plan within
Completio to submit the completion plan as aforesaid, he Thirty days of the completion of the work. , provided that
nplansto | NIT Cum shall be liable to pay a sum equivalent to 0.1% of |The mentioned completion plan for water, :;e it g:f”s havel beenhlssued for execution by the
be tender pg. 95 of 205 Tendered Value subject to a ceiling of Rs.15, 000 [sewerage & drainage line plan is not part of a:g'gtieerr_'n;ovi;;gfinut?lzss b te c?n_tractor_, bg \t/lrtue of
submitted | documents, ’ (Rs. Fifteen thousand only) electrical contract, hence should not be y p.. et [0l i
by the CLAUSE 8B The contractor shall submit completion plan for |applicable L cuplaps-
X L P plan PP Also it is confirmed that the contractor shall submit
contracioy water, sewerage and drainage line plan within completion plan as required vide General Specifications
Thirty days of the completion of the work. , ) for Electrical works (Part-l internal) 2013 and not 2005,
provided that the services plans have been issued with latest amendments issued upto the last date of the
for execution by the Engineer-in-Charge, unless Bid.
the contractor, by virtue of any other provision in
the contract, is required to prepare such plans.
NIT Cum Payments of those items of the bill in respect of
which there is no dispute and of items in dispute, : It is confirmed that the Final Bill shall be generally paid after
Payment. e pg. 96 of 205  |for quantities and rates as approved by Engineer- We ‘request U .make the fmal payment submission of all requisite documents by contractor to E-in-C
of final bill| documents within 60 da f bill sub
Clause 7 | in-Charge, will, as far as possible be made within U e el Sy within 90 days of submission.
the period of 6 (six) months,
NIT Cum No variation in Prices/ Rate.s of any item of works Looking at the current high volatility in market
Rate tender shall be payable and the prices shall remain firm . - )
- pg. 98 of 205 - . ) rates of material, we request you to kindly allow | The tender clause remains unchanged.
variation documents, during the period of the contract and also fir the - .
Clause 10 CA extended period of contract el T B O R e
. . The Clause shall be read as" The Owner shall have power
Deviation The Owner shall have power lsfpaer::)ilficcgat‘ir;%esfTirgeh:r}ia):tjjrlenstvevﬁ?:r:c;:ll lead to (l) To make alteration in, omissions from, additions to or
ion i issi substitutions in the drawings/ designs/ instructions that may
\s/;ri ations NIT Cum (alzjgi?i(;:zkti 2?2["8;‘;;[‘:26:? flzfltohr;s;rrioﬂal change in specified model number (as per appear to him to be necessary or advisable during the progress
Extent tender pg. 99 of 205 specifications. drawings. designs an dginstructions Lighting basket), the light fixtures as per of the Work, and nothing extra shall be payable on this account
and documents, tr:)at may appe'-ar to hir?'n t’o be rgwcessary or revised spegicalio A et Saledpsexlra u:wthe cgnt:ragtlcz)lr\h/t\alsf" h ca?e at?1y i rnode(I n%rbe‘r v
B R R change: Yy ut IS meeting the minimum specs ( with prioir
Pricing advisable during the progress of the Work, and L= Bl Sl 56 [PElY EEEeE i [ i approval of E-In-C) as detailed in BOQ, it will not be considered

as any extra item and nothing extra is payble on that account.




Volume/

Item Chikoro. Page no Tender Description Bidders Clarification/Submission NU Reply and Revised Terms where applicable
It shall be the responsibility of the contractor to
see that the building under construction is not
occupied by anybody unauthorized during
construction, and is handed over to the Engineer-
Occupatio in-Charge with vacant possession of complete
n of _ NIT Cum building. If such building though completed is Responsibility of unauthorised occupancy of
Buildings tender occupied illegally, then the Engineer-in-Charge  |building is not related to electrical contractor
by documents. P9 113 of 205 |shall have the option to refuse to accept the said |scope of work, hence no penalty shall be The clause stands deleted.
Unauthori ! building/buildings in that position. Any delay in imposed on account of this clause. Please
CLAUSE 19J . .
zed acceptance on this account will be treated as the |accept.
persons delay in completion and for such delay, a levy up
to 5% of tendered value of work may be imposed
by the Engineer-in-charge whose decision shall
be final both with regard to the justification and
quantum and be binding on the contractor.
Water if available may be supplied to the
contractor by the Owner subject to the following
Departme NIT Cum conditions.
ntal Water i) The water charges @ 1 % shall be recovered on|Water is not required for electrical contract, T )
; he t | hanged.
supply if d tend:;t Pg. 120 of 205 gross amount of the work done. hence this clause should not be applicable @ tender clause femains unchange
available I ii} The contractor shall make his own arrangement
of water connection and laying of pipelines from
existing main of source of supply.
As light fixtures/components of light fixtures
Reimburs NIT Cum No adjustment i.e. increase or decrease shall be |may be imported, their prices can vary due to
tender made of any variation in the rate of GST, Building |variation in custom duty. We request you to )
' I . The tender cl remains unchanged.
:eme;:nt & documents, Pg. 123 0f 205 or other Construction Workers Welfare cess or  |kindly allow variation in rates due to change in M g
evyltax Clause 38 any tax, levy or cess applicable on Inputs. rates of custom duty/ imposition of any new
duty/tax
Clause stands deleted. It is confirmed that safekeeping of LED
d)The contractor shall provide suitable barricading fixtures tSiII ?nkal hgndove:;ngalan:ia ur:iverfity is infB‘idde_ar
i i i i i scope . Safekeeping me , system, focation , safekeping
Protection NIT Cum a;_)tzr?:lmately 2.(f) g Ihlgp' thth iwta;bzlyg?tlgt;d o’ Provision of barricading shall not in scope of store construction with lighting and security guards deployment
of tender . 137 of 205 W.I e LIRSS S s o o electrical contractor, same shall be provided by [efc is in contractor scope within quoted cost with prior approval
Pg
Prope documents wide (75 cms to 90 cms.) nailed or bolted with civil agency. Please accept. of E-In-C. Any relevant Insurance to be taken for any
perty ' wooden poles spaced 2 to 3 meter apart and each ' thef/damage etc during safekeeping shall be taken by
pole 1.6 m to 2 m long 8 cm. to 10 cm. dia. gmtramr at his own cost as per approval of E-In-C including
AR policy.
Terr;p:;rar NIT Cum f) Contractor will make his own arrangements for 'ﬁ‘x'tzf::g’:‘escg‘:; 2'1] gﬁg;‘t’iﬂ:eas”f:;:fai”;g‘g ';‘;:g’;r;?
ro g '
:nd tender pg. 138 of 205 ma!(mg temp.orary roads and apprqaches to All temporary road's and approachgs shall be roads etc for execution of High mast lights and for any external
roach documents, various locations of work under their scope and  |arranged by the client. Please confirm LED fixture work shall be in scoge of this bidder as per this
::p Clause 5.9 up to disposal sites marked on the drawing tender. N\
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'_ .-lh'l_is Pl Clsnse o ‘Page no Tender Description Bidders Clarification/Submission |NU Reply and Revised Terms where applicable
We understand electrical contractor is Clause sj:ands deleted. It is confirmed tl'.uat sgfel}egpiqg of LED
gontractor NIT Cum (b) The .Contractor shall takg all necessary respon_sible for §afety & security of materigls 22;’;:5 Esﬂra::f;:;:gon\g;ng.agZ?:n:’. r:g:;r:g‘ '.ss':f:g;?;g
Responsi T precaytlons to protect thfa site and Works, _ belonging to their scope of works. Protectlop of |store construction with lighting and security guards deployment
bilities e, pg. 141 of 205 matanals.' plant and equipment, whether his own |owner's property against hazards of fire, rains, |etcis in contractor scope within quoted cost with prior approval
and Work | Clause 5.12 or belonging to the Owner or any Sub- floods, landslides, underground water, ::e E‘}EZC- Any rteliva.nt lnstflrince_to behta:rgn tfg‘r( an\{)
Control Contractors, against hazards of fire, rains, floods, |accidents, etc. shall not be in contractor's o d’:f‘gfh?:ov;’:zg;aa: ;ﬁp;g%;vzl ofeE_I:g ig'clu o
landslides, underground water, accidents, etc. scope. Please accept. CAR policy. E
All Fixtures systems shall be guaranteed for a
period of 60 months from the date of taking over
by the University, against unsatisfactory
Defect NtI;l'ng::n 161.162 of perfoarmance and /or breakdown due to defective Wi t to k DLP as 12 th
Liability T ggﬁ ! design, workmanship or material. in!;;e\?v;:sot{::: c?)nte;:gts of Naaslan d:f]r:liVeri The tender clause remains unchanged.
Period cl ' Contractor is responsible to provide a ty
ause 8,9 . .
comprehensive maintenance of the fixtures
supplied by him for a minimum of Five (5) years
and is covered under this defect liability period
Preserve
and Following provisions shall be made at site by the
protect NIT Cum contractor to preserve and protect landscape.
landscape tender pg. 174 of 205 |Nothing shall be paid on this account unless Clause not applicable for electrical confract The tender clause remains unchanged.
during documents specifically provided for in the schedule of
constructi quantities.
on
The scope of the project should be read as "Supply, Safe
keeping, Testing and Commissioning(SSTC)" for LED fixtures
where installation of LED fixtures is in scope of other contractor
Since installation date is not known, we request gs per BO?- l'(" case Olf Otthtl’-lf ltems Whefech(l)Q item relates lc;
e upply, safe keeping, Installation, testing and commissioing of
Light Financial Bid Boq item no. 2 |Supply, Safekeeping, Testing & comissioning of :z‘flet(c’egm::zrf ﬁ;ﬁ?g;&;:ggi tahr;dproje ot LEEpt[;:yxturgs ( sspn'g) is concemed whe?e installation incluging
Fixtures to 10, 16 light fixtures wiring/cabling, civil work, MS conduit etc complete is in scope of

duration after which the lights will be handed
over to client

bidder as per design /details/drawings provided by contractor
and approved By E-In-C, then it shall be accordingly executed
as per BOQ within the quoted cost. Nothing extra shall be
payable on this account under any condition “This superseeds
any other reference in the tender document.
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Tender Description

Bidders Clarification/Submission
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Light
Fixtures

Financial Bid

Bog item no.19

Supply, Installation, Testing & Commissioinig of
high end approx 25 to 40W Wall / pole bracket /
floor Mounted Decorative LED Spike Fixture
Round in shape projector type, ......... The fixture
shall be provided with adequet type of bracket &
3m clear height pole / base to fix on wall / pole / in
ground as tree uplighter etc with same MOC &
finish.Pole shall be B class G! Pole with Poder
coaing same as of fixture, shall have integral
junction box with connector & MCBs as required
for connection of cables.

As per BOQ description for installtion of light
fixtures wall brackets/poles/floor mounted is
mentioned. Please confirm the type of
installation required.

Please confirme whether GI poles (3 mtr) shall
be quoted with light fixtures.

The clause to be read as under : "Supply, Installation, Testing &
Commissioinig of high end approx 25 to 40W Wall / pole bracket|
/ floor Mounted Decorative LED Flood light fixture , in projector
type, approx dimension of the fixture shall be 200x 275 x 100
mm with SDCM 7, CCT of 56500+500k, Housing made of
Pressure Aluminum Diecast with corrosion resistant powder
coating, Minimum IP65, PF minimum 0.95 with heat resistant
toughened glass cover. LED shall be from Approved make only.
% THD shall not exceed 20% .surge protection minimum 5KV,
Long life 50,000@L70. Driver shall be Silicon encapsulated
metallic isolated. Lumen package shall be minimum 2000
lumens keeping 80 L/Watts minimum. Beam angels shall be
available from 10deg to 40 deg, The fixture shall be provided
with adequate type of bracket & 3m clear height pole { base to
fix on wall / pole / in ground as tree uplighter etc with same MOC
& finish. It is preferable to have make in india fixture & in house
facility of manufacturing driver, powder coating etc with NABL
accredited lab since all accessories shall be same in finish &
quality. Pole shall be B class Gl Pole of requisite dia. with
Powder coating same as of fixture, shall have integral junction
box with connector & MCBs as required for connection of
cables”

Light
Fixtures

Financial Bid

Bog item no.21

Supply, Installation, Testing & Commissiocinig of
approx 20w to 40W [P68 and high impact
resistance Underwater Asymatrical / Symatrical
Light Fixture ........ This item shall include Supply
of required Junction box & interconnection
conduits from JB to light fixture etc.

As per our understanding conduit & wiring for
light fixtures are not part of this scope, hence
junction box & interconnection conduit from JB
to light fixtures shall be in scope of contractor
doing cabling & conduiting works. Please
confirm.

The scope of the project should be read as "Supply, Safe
keeping, Testing and Commissioning(SSTC)" for LED fixtures
where installation of LED fixtures is in scope of other contractor
as per BOQ. In case of other ltems where BOQ item relates to
Supply, safe keeping, Installation, testing and commissioing of
LED fixtures { SSITC) is concerned where installation including
wiring/cabling, civil work, MS conduit etc complete is in scope of
bidder as per design /details/drawings provided by contractor
and approved By E-In-C, then it shall be accordingly executed
as per BOQ within the quoted cost. Nothing extra shall be
payable on this account under any condition "This superseeds
any other reference in the tender document.

Light
Fixtures

Financial Bid

Boq item no.22

Supply of 470 to 650 W X 32 to 40 nos per mast
LED Flood Light with CCT of 5000 + 2000 for
High Mast. Final Wattage & No of fixture will be
decided after receiving dialux inputs for targetting
Domestic Level Class 2 athelit ground having
160x90m football + 400m Relay race track

gutdoor.

Please provide the catalogue details for the
light fixtures to be mounted on High Mast and
also please confirm the quantity of fixtures
required per High mast, BOQ description
mentions 32 to 40 nos.

The tender clause remains unchanged.
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As per BOQ requirement for High Mast, 1
no.Hydraulic ladder is mentioned to be used
with all 4 high masts, however in specifications
This item shall include rates for a common 1 no mamtengnce L 5 mentloned._ U= Sl
High Mast| Financial Bid |Boq item no.22 |hydraulic ladder system to use between these the_requnremept is fapHydraulic ladder or The tender clause remains unchanged.
. maintenance lift.
quantity of 4.
We also request you to please make Hydraulic
ladder or maintenance ladder as a seperate
BOQ item.
Maintenance Lift. 8
High Mast Tec;hpigal pg.8 of 13 oA properly designed maintenance lift _shall be itis confirmed that motorsied Hydraulic Laddar has to be
Specifciations provided as part of the contract for routine provided .
maintenance of the stadium mast system. The
We understand the requirement mentioned in
. : . BOQ sr.no. 23 for Lighting control system is
::_Ight Financial Bid |Boq item no.23 o et il avelo Olspareicapacityifos considered with required redundancyy & spare |The tender clause remains unchanged.
ixtures future usage. . ;
capacity hence we shali not consider any
further spare capacity for future usage.
Central command center & server for DALl shall  |BOQ sr. no. 23, 30 & 31 all mention the
Lighting Technical have all software, hardware, licensing access to  |requirement of supervisory level network
Control Specification pg.8 monitor, review, command & change the existing |controller system for lighting controt system. The tender clause remains unchanged.
System part of DALI system proposed for non residentail |Please confirm whether all of these mentioned
cluster item shall be quoted.
Supply, Store, Shifting, Installation, Testing &
Commissioining of following DALI based lighting
control system including required all misc
accessories & supporting items. Components are
given 2307 (Ngte izt ell, 2] r_elated UCTERLS In BOQ item no. 23, detailed specification for
e includes providing system architecture for o - )
Lighting A . lighting control system is not mentioned. Also
) - . approval as per OEM system requirement; the gy ; ! . .
Control Financial Bid |Boq item no.23 ) ; similar requirement is mentioned in BOQ sr. no.
successful bidder has to co-ordinate for DALI o ) .
System . ) . S 30 but with different quantity and different rate.
system instalition with existing contractor Please clarify
concerned at the site and in case of any fail, the
successful bidder of this DALI system will be sole
responsible for its excution without any extra
cost.) All equipments shall have 50% spare
capacity for future usage.
Lighting Configuration of server shall be such a way that |Please confirm whether 100% redundancy in
Control Financial Bid |Bogq item no.30 |100% redudent system shall be made available |server is required or not, redundancy for server |The tender clause remains unchanged.
System during fault or maintanance instnace not mentioned in specifications. / AN
\ < NG
\ (Lc,\\‘_q
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Lighting
Control
System

Financial Bid

Bog item no.26
& 27

Supply, Store, Shifting, Installation, Testing &
Commissioning of Station bus cable. Two
conductors / Free topology / No polarity / Max
90pF/m and approx Diameter 1.5mrn?

As per BOQ description only SITC of cable is
mentioned, we understand conduit/cable
trays/raceways shall be already existing and
supplied & installed by other contractor. We
shall be considering supply & Installation of
only cables in our scope. Please accept.

The scope of the project should be read as "Supply, Safe
keeping, Testing and Commissioning(SSTC)" for LED fixtures
where installation of LED fixtures is in scope of other contractor
as per BOQ. In case of other ltems where BOQ item relates to
Supply, safe keeping, Installation, testing and commissioing of
LED fixtures ( SSITC) is concemed where installation including
wiring/cabling, civil work, MS conduit etc complete is in scope of
bidder as per design /details/drawings provided by contractor
and approved By E-in-C, then it shall be accordingly executed
as per BOQ within the quoted cost. Nothing extra shall be
payable on this account under any condition "This superseeds
any other reference in the tender document.

Light
Fixtures

We understand for all the BOQ items wherein
requiremnet for SITC is mentioned, our scope
is limited to supply, installtion & testing,
commissioing of light fixtures only, incomer
power cable, conduit, junction boxes or other
accessories required for power input to light
fixtures shall be provided by other contractor.
Please confirm.

The scope of the project should be read as "Supply, Safe
keeping, Testing and Commissioning(SSTC)" for LED fixtures
where installation of LED fixtures is in scope of other contractor
as per BOQ. In case of other Items where BOQ item relates to
Supply, safe keeping, Installation, testing and commissioing of
LED fixtures ( SSITC) is concerned where installation including
wiring/cabling, civil work, MS conduit etc complete is in scope of
bidder as per design /details/drawings provided by contractor
and approved By E-In-C, then it shall be accordingly executed
as per BOQ within the quoted cost. Nothing extra shall be
payable on this account under any condition "This superseeds
any other reference in the tender document.

High Mast
& Poles

We understand all civil works related to
foundation of high Mast, lighting poles, Hight
mast feeder pillar, shall be in civil contractors
scope of works, we shall provide necessary
drawing and load requirement for foundation as
required by civil agency.

The scope of the project should be read as "Supply, Safe
keeping, Testing and Commissioning(SSTC)" for LED fixtures
where installation of LED fixtures is in scope of other contractor
as per BOQ. In case of other ltems where BOQ item relates to
Supply, safe keeping, Installation, testing and commissioing of
LED fixtures ( SSITC) is concerned where installation including
wiring/cabling, civil work, MS conduit etc complete is in scope of
bidder as per design /details/drawings provided by contractor
and approved By E-In-C, then it shall be accordingly executed
as per BOQ within the quoted cost. Nothing extra shall be
payable on this account under any condition "This superseeds
any other reference in the tender document.

Light
Fixtures

Financial Bid

Bogq item no.
12345

Housing Aluminum Extrusion / die cast, with
SDCM 5, shall have minium CRI of 80 & PF
minimum 0.95 with Cover of translucent PC
Diffused optics

As per tender specifications and BOQ
requirement for PC diffuser is mentioned, PC
diffuser becomes brittle & yellow and
degeneration occurs after some time. Which
further lead to degradation of light output and
lumen depreciation. We request you to accept
PMMA type of diffuser for all indoor fixtures to

minimise lumen depreciation.

It is confirmed that Light fixture shall be with PC/PMMA diffuser.




Volomel

ﬁnm A= clauseno Page no Tender Description Bidders Clarification/Submission NU Reply and Revised Terms where applicable
Supply, safekeeping, Testing and comissioning of
the designed parameters related to fixtures (Like
Light Financial Bid |Boq item no. 7 Lux and others ) of approx 18 to 24W surface We request you to accept light fixtures with ltis confirmed that Housing shall be Aluminium pressure die
Fixtures " [LED Decorative Batten light incl of all required Housing of extruded Aluminum also. casting.
mounting Kit & CCT 40004500k, SDCM 5, made
of CRCA material .....
The driver used in these fixtures are constant s clarih )
1 i ltage so THD will be more than 10% for tis clarified that there is no change in THD in tender
Light . iy |BOGitemno. |, o o specification for Indoor LED fittings i.e THD of Indoor LED
Fixtures Financial Bid 11,12,13,14.15 % THD shall not exceed 10% . these fixtures. Request &ou to please accept fittings shall not exceed 10%. But Outdoor LED fiiings shall not
the THD greater than 10% however same shall |kaye THD more then 20%
be less than 20%.
Supply, Installation, Testing & Commissioinig of |The driver used in these fixtures shalt be
approx 20w to 40W IP68 and high impact external to the fixtures and shall supply DC Jtis clarified that there is no change in THD in tender
Light Financial Bid |Boq item no.21 resistance Underwater Asymatrical / Symatrical  [power to fixtures, hence the THD will be greater |specification for Indoor LED fittings i.e THD of Indoor LED
Fixtures 9 ““" |Light Fixture ........ This item shall include Supply |than 10%. Request you to please acceptthe  |fittings shali not exceed 10%. But Outdoor LED fitiings shall not
of required Junction box & interconnection THD greater than 10% however same shall be [have THD more then 20%
conduits from JB to light fixture etc. less than 20%.
The LED modules should be from As per BOQ description for some fixtures
Cree/Nichia/Philips LumilLeds/ Osram Only with  |lumens efficiency is mentioned as 60 Im/W
Light Technical 6 0f 13 efficiency of a min 100 Im/watt and efficacy of minimum, we request you to accept lumens The tender clause remains unchanged . Further The approved
Fixtures | Specifciations Pg- fixtures should be greater than 80 ImAw for both  |efficiency as per manufactures makes shall be as specifed above.

indoor and outdoor fixtures, built with Integral
driver

design/approved catalogue and as per BOQ
requirement
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The clause to be read as under : "Supply, Installation, Testing &
Commissioinig of high end approx 25 to 40W Wall / pole bracket
/ floor Mounted Decorative LED Flood light fixture , in projector
type, approx dimension of the fixture shall be 200x 275 x 100
mm with SDCM 7, CCT of 5500+500k, Housing made of
Pressure Aluminum Diecast with corrosion resistant powder
coating, Minimum IP65, PF minimum 0.95 with heat resistant
toughened glass cover. LED shall be from Approved make only.

i . % THD shall not exceed 20% .surge protection minimum 5KV.

. Pole shall be B class GI Pole with Powder coating . . o Long life 50,000@L70. Driver shall be Silicon encapsulated
Light Financial Bid |Bog item no.19 same as of fixture, shall have integral junction box |Please provide detailed specification for Gl metallic isolated. Lumen package shall be minimum 2000
Fixtures * 7 |with connector & MCBs as required for connection|Poles . fumens keeping 80 L/Watts minimum. Beam angels shall be

of cables. avallable from 10deg to 40 deg, The fixture shall be provided
with adequate type of bracket & 3m clear height pole / base to
fix on wall / pole / in ground as tree uplighter etc with same MOC
& finish. It is preferable to have make in india fixture & in house
facility of manufacturing driver, powder coating etc with NABL
accredited lab since all accessories shall be same in finish &
quality. Pole shall be B class GI Pole of requisite dia. with
Powder coating same as of fixture, shall have integral junction
box with connector & MCBs as required for connection of
cables”
As per BOQ description powder coating is
Pole shall be B class Gl Pole with Powder coating |mentioned on Gl poles, as per manufacturers
Light ; - . same as of fixture, shall have integral junction box |standard Gl Poles are Galvanised hence power :
; item no.19 | . ’ . A o . The tender clause remains unchanged.
Fixtures geEiEicy [Bogiitamine with connector & MCBs as required for connection|coating is not required on poles. Hence we ¢
of cables. shall not consider power coating with Gl Poles,
please accept.
Supply, Installation, Testing Reading table/floor
lamp based Pendant light fixture. system power: |Please provide the catalogue details for Trilux . ) hanaed. F S
Light Sl ) 60W-70w, direct + indirect or only direct or only  |Lighting for Table Lamp, as per Light fixtures |} SCer clause remains unchanged. ror approved makes for

L Financial Bid |Boqitem no.34 | . - ) light fixtures , pl refer list of approved makes as mentioned

Fixtures indirect, lumen package shall be minimum 6000 |basket only Reference image of table lamp for ;o cin.

lumens keeping 100lumen/watt, colour Trilux is shown catalogue no. is not mentioned.

temperature of 4000+500k,SDCM 5..........

Supply, Installation, Testing & Commissioning of |Please provide the catalogue details for
Light 8 to 16W Decorative Bollard light Fixture up to DISANO Lighting for Bollards, as per Light Tender clause remains unchanged. For approved makes for
Fl'g Financial Bid |Boq item no.38 |height of 1.2 m with ballast / controller & LED light |fixtures basket only Reference image of Bollard {light fixtures , pl refer list of approved makes as mentioned

PARTES source complete with all accessories & hardware [for DISANO is shown catalogue no. is not herein.
as required.... mentioned. ~ ~
. \

Bidder 10, [ENZ Ty e

it
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Requirement of technical staff As per BOQ total quantity of Light fixture is
The bidder shall deploy sufficient number of 2015;" n!c;s and “’T‘de fo‘; comprlletlfon - |
technical and administrative employees for BTN we consider mont pASTHEPRIOVaY,
smooth execution of the work. However minimum and procurerpent t'm?’ Lightfixtureimayireqile
technical staff to be deployed at site at all times ig;gnréhs jor ngs;allatlotr;].r ired 4030
during the execution of the work will be as per - wigiy each month requirs e
following table. The bidder shall submit a list of Light ﬁx?ures fojinstalicd(20 54/.5')).copsnder|ng
employees stating clearly the responsibility to be e Wz:‘.:gt:ﬁzz 162(540?/25) [ f|xtur§s
NIT Tender assigned to each of such employees. Further the gay 'f 1Sn k.ﬁeg a);.l 25 per oul:_ﬁxgerler;(ce
Documents, ) bidder shall have the capability and resources to roup © O et S U € C W O .
Requirement of Pg no: 57 arrange at least 15 + 10% number of skilled and can install 3_0 nos light ﬁxt_ure minimum per The tender clause remains unchanged.
Technical staff 25 + 10% number of unskilled labours per day F:Iay.Accordmgly UcoMosHgntifixtunes can =
continuously for various stages of work. The jpstaliedioy 6 group.As SUCh.G pesiesliCdlane
bidder shall have to demonstrate the capabilities ;ir:olse :Je ntshk;".i% \:;oirrl:etrazleg;; Iftlitd f:r CURY
to arrange such workers and additional numbers Insta,:i’lat'on othi hM sst - . b‘: o
as per the requirement assessed by the Engineer- — elas and svh na S?Eé "J!Zn cli-'weng
in -charge for timely completion of various stages Ieasgz amendihe ;a;ig acoondn T 50 that
of work . The capabilities as claimed by the bidder Ennecessa loading may not be Iogfiéd on
shall be supported by the past performance and ssary ing may . .
an undertaking tender items and it may be beneficial to client
’ also.
Last date of technical bid submission in sealed
N envelope (hard copy in addition of online those . -
EC'JIE::: dlgrvsltlng Pg no: 2 bidders , who have submitted their online bid are :;Y;Z rtiqt;:ie;t taong\éz;?cssl;&r;lis;:o:f cgg\a/:giogpy The tender clause remains unchanged.
only allowed to submit the technical bid in hard p ’
copy) by 07.5.2021, 3.00pm.
o . ] We request you to change payment mode for E
Form J Egg:gi; ‘f:;d Sl E S I e Tender Processing Fee from Demand Draft to
B . : . online transfer mode. As a proof of payment
gir:f;;kr“;gvoerlop Pg no: 202 [B)grr?:::B?agiglra:t"l?:ngzf::ol:cgil?c\; Fee scanned copy of RTGS and date of transfer The tender clause remains unchanged.
1 Envelope marked as Envelope 1 on Top and titled iDL ULl S

as "Bid security and E Tender processing fee “

request is accepted then please share the
account details for online transfer or RTGS.




Tender Description

Bidders Clarification/Submission

NU Reply and Revised Terms where applicable

Notice inviting
E Tenders

Pg no: 2

Last date of submission of bid through online
mode: 30.04.2021, upto 3:30 Pm.

As per last amendment of pre-bid the date for
the Pre-bid is 20th April, 2021 while the bid
submission date is 30.04.2021. The time
remaining for both dates is only 8 days. Already
it seems very short time and expected
amendment on pre-bid is also pending. So
considering pandemic COVID-19, please
extend bid submission date at least by 15 days
from final amendment (clarification on pre bid
gueries) because there are multiple items of
light fixture having high end aesthetics and
technical aspects so it may be taken time to
analyse all vendors aspects, price and
aesthetics for competitive bidding.

Please refer to relevant corrigendum in this regard.
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MANUFACTURER AUTHORISATION FORMAT

(On manufacturer’s letterhead)

Date:
To,
The Registrar,
Nalanda University, Rajgir,
Bihar 803116
Subject:Manufacturer authorisation towards tender no. __ for supply, installation,

commissioning and on-site support for IT equipment for setting up of NALANDA UNIVERSITY in Rajgir,
Bihar.

Dear Sir,

We, M/s (Name of the manufacturer) having registered office at
(address of the manufacturer) by virtue of being manufacturer for {(Name of the
product/s), hereby authorise M/s ____(Name of the bidder) having their office at

(Address of bidder) to submit quote, negotiate, supply, install and provide after sales support for our
range of products quoted by them to meet the above mentioned tender requirements.

M/s ___(Name of the manufacturer) within the scope of requirement as per the tender
mentioned above through its authorised partner M/s (Name of the bidder) shall
provide support & product warranty services for a minimum period of Two years from the date of
installation and commissioning.

The undersigned is authorised to issue such authorisation on behalf of M/s (Name
of the manufacturer).

ForM/s (Name of the manufacturer)

Signature & company seal
Name

Designation

Email

Mobile No.



